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EXISTING SWITCH
NEW SWITCH

PAIR OF SWITCHES
FOR MULTI-LEVEL SWITCHING

NEW PHONE/DATA JB
EXISTING ELECTRICAL DUPLEX
NEW ELECTRICAL DUPLEX
EXISTING ABOVE COUNTER
NEW ABOVE COUNTER
EXISTING EMERGENCY DUPLEX

NEW EMERGENCY DUPLEX

EXISTING DUPLEX TO BE RELOCATED

3.

. PROVIDE MATERIALS AND REWORK

ELECTRICAL AS SHOWN ON

STUB CONDUIT ABOVE CEILING FOR
PHONE/DATA. VA WILL PULL WIRES.

ALL ELECTRICAL WORK TO BE INSTALLED
PER NEC AND VA REQUIREMENTS.
WHICHEVER IS MORE STRIGENT.

. PROVIDE ALL NEW HOSPITAL GRADE

ELECTRICAL DEVICES.

. MATCH EXISTING BUILDING CONSTRUCTION.
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NOTE:

FURNITURE SHOWN FOR REFERENCE
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Key Plan

PROVIDE NEW SUPPLY AND RETURN GRILLES BY
KRUGER CORPORATION, 900 DARR PARK, PONCA, OK
74601. ALL DIFFUSERS SHALL BE ALUMINUM
CONSTRUCTION WITH REMOVABLE CORES, DAMPERS AND
WHITE FINISH. RETURN DIFFUSERS SHALL BE MODEL
CFDF EGG CRATE GRILLE WITH INTEGRAL PLENUM AND
REMOVABLE CORE. SUPPLY AIR DIFFUSERS SHALL BE
5SH SERIES WITH SPRING LATCH CORES AND A SQUARE
LOUVER FACE. PROVIDE SUBMITTALS FOR APPROVAL.

PROVIDE ALL NEW SUPPLY AND RETURN GRILLES.

REPLACE WITH 24"x24” OR 24°x12", REWORK EXISTING
DUCTWORK FOR NEW GRILLES.

VA WILL REBALANCE SYSTEM.
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FIFTH FLOOR PLAN

Bullding North

PROVIDE NEW DUCTWORK.
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I | REMOVE ALL HVAC GRILLES
—SHOWN BY DASHED LINES
SHOWN BR DASHED LINES
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REMOVE EXISTING GRILLES

PROVIDE NEW GRILLES.
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